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In the framework of a research project at Hamburg University of Technology the combination of an open cycle des-
iccant assisted air conditioning system and borehole heat exchangers is investigated experimentally by means of a test 
facility during summer and winter. The objective of this study is to evaluate the geothermal system and to investigate 
the energy efficiency of the overall system, based on data measured during winter 2017 for a temperate climate region. 
As an additional comfort aspect, moisture recovery by means of the existing hygroscopic material is possible within 
a desiccant assisted system if internal latent loads are available; the associated energy demand is limited to auxiliary 
energies. Different reference systems are defined to evaluate the performance of the investigated system in terms of 
energy demands required for air humidification. Compared with a system relying on electric isothermal humidifica-
tion, the electrical energy demand for humidification is reduced by 50 % for the considered period. Coupled heat and 
moisture recovery is investigated as well as the performance of the enthalpy wheel based on lithium chloride. An 
average moisture recovery efficiency of 0.75 is achieved. Besides the energetic system evaluation, measured data 
regarding the soil temperature and thermal comfort are presented.  
 




Energy efficient air conditioning becomes more important due to increasing demands for air conditioning worldwide 
(e.g. Davis and Gertler, 2015). Often, air conditioning systems are used to supply cooled and dehumidified air. Pur-
suing the goal of reducing the electrical energy demand for air conditioning, desiccant assisted air conditioning was 
found as promising alternative to conventional air conditioning processes relying on a vapor compression chiller. 
Thus, a lot of different studies have been undertaken to improve and evaluate desiccant materials as well as different 
system configurations. But even though winter mode is an essential part of the full year operation, especially for 
heating dominated regions, winter mode as well as full year operation are addressed only in few studies. A further 
comfort aspect is the increase of moisture level of supply air. Dry air conditions in air conditioned buildings without 
additional humidification systems during winter can affect occupant’s comfort, especially in modern buildings relying 
on mechanical ventilation. Within a desiccant assisted system, moisture recovery by means of the existing hygroscopic 
materials is possible.  
Antonellis et al. (2015) investigated wetting of outside air using a desiccant wheel based on silica gel experimentally 
and numerically for Mediterranean winter conditions. Outside air is dehumidified and humidified regeneration air is 
supplied to the conditioned space. They found an optimal rotational speed for the desiccant wheel at 8 r/h, depending 
on the regeneration air temperature. Additionally, an energetic performance comparison with conventional humidifi-
cation technologies is presented. Kawamoto et al. (2016) investigated a desiccant assisted system combined with a 
heat pump for heat supply on the regeneration air side. It is shown that humidification rate is increasing with regener-
ation air temperature or volume flow rate of process air. La et al. (2011) investigated a system configuration with solar 
thermal heat supply and two-stage desiccant wheel during winter in Shanghai. The study showed a significant increase 
in thermal comfort and draw attention to the space requirements for solar collectors to improve thermal comfort. In 
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Preisler and Brychta (2012) full year operation of a desiccant assisted evaporative system is investigated experimen-
tally in Austria. During full year operation, a reduction of primary energy demand in comparison with a reference 
system relying on a vapor compression chiller of 60 % is achieved. They outline the high energy saving potentials of 
the investigated system.  
None of the presented studies investigated winter operation of an air conditioning system relying on enthalpy wheel 
and ground coupled heat pump for temperate, heating dominated climate conditions. In Speerforck and Schmitz (2016) 
the considered system is evaluated in summer operation mode, using a borehole heat exchanger (BHE) for cooling 
applications. The system is verified to be a promising alternative compared to conventional air conditioning systems 
in temperate climate regions. Furthermore, Speerforck et al. (2017) proved applicability of the proposed system at 
different investigated locations by means of a system model using modeling language Modelica®. The authors inves-
tigated one cooling period, whereas winter mode is not observed. Within this study the geothermal and desiccant 
assisted system is investigated experimentally during winter operation. Moisture removal is achieved by a desiccant 
wheel to improve indoor air conditions; sensible heat loads are primarily covered by underfloor heating. In combina-
tion with a geothermal system, temperature level of underfloor heating enables to operate a ground coupled heat pump 
efficiently. Regarding an equalized energy balance, utilizing the soil as heat source during winter and heat sink during 
summer is meaningful. The performance and limitations of the investigated system are analyzed. Especially, perfor-
mance of the enthalpy wheel and the geothermal system are considered. Additionally, the system is compared to 
reference systems with electric isothermal or adiabatic humidification.  
 
2. TEST FACILITY 
 
The test facility, located on the campus of Hamburg University of Technology, and its main components in terms of 
winter operation are shown in Figure 1. In total, the test facility consists of eight 20 ft. containers. The four containers 
on the lower floor accommodate the air handling unit as well as further technical installations. The upper four con-
tainers serve as office and conference room which is used as reference room for the air conditioning system.  
 
 
Figure 1: Test facility, air handling unit and heat pump  
 
2.1 System Layout  
As shown in Figure 2, the schematic layout can be divided into three subsystems: the air handling unit, the reference 
room and the hot and cold water circuit. Designed as a hybrid system, the test facility combines an open desiccant 
assisted humidification process with a closed heating loop.  
In the following, plant operation in winter mode is carried out. First, outside air (oda) is passing a desiccant wheel on 
the process air side (1→2). The desiccant wheel is operated as enthalpy wheel (EW) at higher rotational speed for 
coupled heat and mass transfer. Thus, outside air is remoistened and reheated within this process using the extract air 
stream. Lithium chloride (LiCl) is used as desiccant. If outside air humidity is within comfort limits regarding water 
content, it is preheated using a heat recovery wheel (2→3). The enthalpy wheel is bypassed then. Otherwise, the heat 
recovery wheel (HRW) is not operated. If necessary, humidified and/or preheated air is finally heated to the desired 
supply air (sup) temperature in a sensible water to air heat exchanger (3→4), before it is supplied to the conditioned 
space. Extract air (eta) from the conditioned space is used for sensible heat recovery (5→6) or coupled sensible and 
latent heat recovery (7→8). Both wheels have a diameter of 0.6 m and the rotational speed is 250 r/h, respectively. In 
case of very low outside air temperatures, a water to air heat exchanger (6→7) can be operated to avoid condensation 
of water vapor within the enthalpy wheel. In contrast to a conventional air conditioning system moisture recovery 
using the existing hygroscopic materials for the dehumidification process during summer mode is possible. Additional 
technical equipment in terms of isothermal or adiabatic humidification is not required. Therefore, the related energy 
demand is limited to auxiliary energies.  
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Bypass channels on supply and extract air side enable bypassing the enthalpy wheel to achieve a demand-orientated 
humidification. Thus, the electrical energy demand of the fans is reduced. Generally, cooling and dehumidifying pro-
cess air is not provided during winter operation. The reference room is connected to the air handling unit on the supply 
and extract air side. Additionally, to cover sensible heat loads directly, the reference room is equipped with underfloor 
heating.  
Regarding summer mode, desiccant assisted air conditioning enables the integration of heat sinks operating on tem-
perature levels above dew point temperature, e. g. shallow geothermal energy. Utilizing the geothermal system during 
full year operation as heat sink and heat source is promising for the reason of improving the annual thermal energy 
balance of the soil. Thus, thermal energy in form of heat required for heat supply is primarily provided by a ground 
coupled heat pump (nominal thermal power output: 𝑄ሶୋୌ୔,୬୭୫ ൌ 5.1 kW୲୦ at BW5/W30). A small scale gas driven 
CHP unit (nominal thermal power output: 𝑄ሶେୌ୔,୬୭୫ ൌ 12.5 kW୲୦, nominal electrical power output: 𝑃େୌ୔,୬୭୫ ൌ
5 kWୣ୪) is utilized as backup system and for covering thermal peak loads. As a solar thermal system with flat plate collectors (𝐴ୗ୘୙ ൌ 20 mଶ) is integrated in the hot water circuit as primary heat source for summer mode, solar thermal energy is utilized as subordinated heat source during winter mode as well. Integrating a stratified thermal storage 
system of 1 m3 within the hot water circuit enables heat supply and heat demand to be decoupled timewise. A mixture 
of water and 22 % ethylene glycol is used as heat transfer fluid within the hot and cold water circuit.  
 
 
Figure 2: System layout of the test facility  
 
As shown in Figure 3, the geothermal system consists of one double U-tube borehole heat exchanger (BHE), supplying 
the GHP system. A reference BHE is used to analyze the impact of geothermal energy provision on soil temperature 
in the surrounding soil. The soil primarily consists of fine, medium and coarse sand up to a depth of 18 m below 
ground surface. Below this, a layer of till and silt is located. For the remaining length below 30 m the BHE is sur-
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water flows do not occur at the drilling location in general. A grouting material with a thermal conductivity of 𝜆 ൌ
2 W/mK is used for thermal connection between BHE ducting and surrounding soil.  
 
 
Figure 3: Structure of the soil and the borehole heat exchangers  
 
2.2 Data Acquisition  
Relevant parameters characterizing the status of working fluids within the process are measured and recorded. Air 
temperature as well as relative humidity are measured at the inlet and outlet of each component within the air handling 
unit. Labeling of each air state is shown in Figure 2. Installed sensors measuring relative humidity are designed as 
combined sensors with additional integrated Pt100 resistance thermometers. Flow averaging is applied as proposed 
by Slayzak and Ryan (2000) to take into account inhomogeneity within the air streams, especially behind rotating 
components. Air side pressure drop across each component is acquired. Referring to Figure 2, volume flows of supply 
and extract air are measured at position 4 and 8. Each hydraulic circuit is evaluated by measurement of volume flow 
and fluid temperature at the inlet and outlet of each component. Referring to Figure 3, thermistor strings are integrated 
in the borehole heat exchangers next to the BHE ducting for temperature measurements in different depths below 
ground surface (10, 15, 20, 40, 60 and 80 m). Electrical energy demands (e. g. heat pump, fans and circulation pumps) 
are measured as well as further relevant parameters characterizing thermal comfort (e. g. globe temperature and air 
velocity) within the reference room. Summarizing, measurement devices in use and related uncertainties are listed in 
Table 1. All measurement signals are recorded every minute. A National Instruments data acquisition system and 
corresponding LabVIEW software in connection with Siemens S7 controlling is used to control and regulate the over-
all system.  
 
Table 1: Measurement devices used and related measurement uncertainties  
Measured value   Sensor type / measuring principle  Measurement uncertainty  
Air and water temperature 𝑡  Pt100 (accuracy class W 0.1) േ 1 3⁄ ∙ ሺ0.3 ൅ 0.005 ∙ 𝑡ሻ  
Soil temperature  𝑡  Thermistor string  േ 0.5 K  
Relative humidity  𝜑  Capacitive humidity sensor  േ 2 % r. h. for 10 … 90 % r. h.  
Volume flow (air)  𝑉ሶ   Differential pressure  േ 10 %  
Volume flow (water)  𝑉ሶ   Electromagnetic flow meter  േ 0.5 % േ 1 mm s⁄   
Pressure difference  ∆𝑝  Ceramic fulcrum lever technology  േ 2 % of full scale (range:  
0 … 300 Pa and 0 … 1000 Pa)  
Electric power  𝑃  AC energy meter  േ 2 % of reading  
 
Due to drifting effects of capacitive humidity sensors as used in the presented air conditioning system (typical 1 % r. h. 
per year), limiting the resilience of derived quantities, energy and mass balances, these sensors are recalibrated on-
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of supply and extract air is determined indirectly by measuring a pressure difference at the fan’s joint. According to 
the principle of differential pressure, static pressure at the fan’s inlet cross section is measured and compared with the 
static pressure at the narrowest cross section of the fan’s joint.  
 
3. MEASUREMENT RESULTS 
 
The results presented below are based on measurement data from the heating period in 2017 from January till March. 
The test facility is operated from 7 am to 10 pm every day of the week. First, the investigated system is evaluated with 
regard to steady state operation and performance of moisture recovery and indoor air conditions. Subsequently, the 
system is compared with two reference systems relying on electric isothermal and adiabatic humidification regarding 
the total electrical and thermal energy demand. Finally, the performance of the geothermal system is evaluated.  
 
3.1 System Performance  
The stationary operation state considered in the following was recorded on a representative cold winter day in northern 
Germany. Figure 4(a) shows the state changes of air during the air conditioning process in a ℎ, 𝑥-diagram according 
to Mollier. The state changes (black lines) are marked according to numbering in Figure 2. Since there are almost no 
state changes within the fans, the corresponding air conditions downstream the fans (4’, 8’) are not plotted. Volume 
flows of supply and extract air are controlled to be equal at ሺ950 േ 95ሻ  m³ h⁄ . The heater on the extract air side was 
not in use for the entire period. Additionally, equivalent state changes of process air for a reference system relying on 
isothermal humidification (dashed grey lines) are shown for process comparison as well. The corresponding air hand-
ling unit is shown in Figure 4(b).  
 
 
(a)  (b)  
Figure 4: State changes of air in the air conditioning process (a) and air handling unit of the reference system (b)  
 
Comparing the process-specific state changes shows the differences between both processes. For the desiccant assisted 
system moisture of process air is increased by enthalpy recovery (1→2) from extracted room air, whereas 
humidification in the reference process is achieved by a steam humidifier (2c→3c). Outside air is preheated by 
regenerative heat exchange (1c→2c) before. For both processes supply air temperature is adjusted within the reheater 
(3→4, 3c→4c). Due to measurement uncertainties there is a slight difference between air state 2 and 3. This is hardly 
visible in Figure 4. The quality of the desiccant assisted process can be evaluated by means of energy and mass balance 
for the enthalpy wheel. It is noticable, that the enthalpy difference on the process air side is reduced by 13.3 % with 
respect to extract air side. The resulting state changes on both sides run not ideally in parallel. One reason for this are 
air conditions outside the calibrated area of the measurement devices in use, affecting air stage 1 and 8 with resulting 
higher measurement uncertainties. This limits the total energy balance (TEB) of the air handling unit significantly. 
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the moisture mass balance of the air handling unit. Nevertheless, the energy demand required for humidification is 
reduced to auxiliary energies by coupled heat and mass transfer, whereas addiditonal energy is required for the 
reference process.  
During the entire period rotational speed of EW and HRW is kept constant. In previous investigations the optimal 
rotational speed of the EW regarding moisture and heat recovery efficiency was found to be at 250 r/h. Both, average 
moisture and heat recovery efficiency are Ψ୉୛ ൌ Φ୉୛ ൎ 0.75. Rotational speed of the HRW was kept konstant at 250 r/h as in summer mode; the average heat recovery efficiency is Φୌୖ୛ ൌ 0.61.  Due to the internal moisture loads, the humidity output with regard to volume flow of supply air within the reference 
room is 0.65 g୵ mଷ⁄  during the week and 0.4 g୵ mଷ⁄  at the weekends. In the following, moisture removal is considered more in detail. For 99.9 % of operation period in steady state, moisture mass balance of the EW is in the 
range of MMB୉୛ ൌ 1 േ 0.05. Figure 5 shows the resulting moisture recovery efficiency (a) and total moisture recovery (b) depending on the moisture potential (∆𝑥୫ୟ୶ ൌ 𝑥଻ െ 𝑥ଵ).  
     (a)       (b)  
Figure 5: Performance of moisture recovery by means of moisture recovery efficiency (a) and total  
                moisture recovery (b) 
 
Moisture recovery efficiency as shown in Figure 5(a) is defined as  
 Ψ ൌ 𝑥ଶ െ 𝑥ଵ𝑥଻ െ 𝑥ଵ (1) 
with respect to Figure 2. Regarding the range of moisture potential, an increasing moisture recovery potential is 
visible. The slope of the resulting linear trend curve is ∆𝛹 ൌ 0.04 ሺ1 g୵ kgୟ୧୰⁄ ሻ⁄ , representing a low dependence of 𝛹 on the available moisture potential. Around 90 % of the operating points are located in the range of 1 … 2 g୵ kgୟ୧୰⁄ . The average moisture potential is 1.49 g୵ kgୟ୧୰⁄ . In combination with the corresponding moisture recovery efficiency, water content of process air is increased by 1.1 g୵ kgୟ୧୰⁄ , enhancing comfort conditions in the reference room. Caused by low dependence of 𝛹 on moisture potential, the total moisture recovery can be described in a good approximation 
as a linear function of ∆𝑥୫ୟ୶ with narrow fluctuation margin. The maximum deviation from the resulting trend curve is 0.21 g୵ kgୟ୧୰⁄ . These fluctuations appear stronger regarding moisture recovery efficiency, caused by the definition of 𝛹 as shown in Equation (1) and the occuring small range of values. Regarding the overall enthalpy exchange in the 
EW by separating energy exchange in form of heat divided into sensible and latent heat exchange, the average share 
of sensible heat exchange is 81 % and 19 % for latent heat exchange, respectively. Thus, enthalpy exchange using an 
EW based on LiCl includes primarily sensible heat exchange under the given boundary conditions.  
These characteristics are important regarding the resulting room air conditions. Referring to this, Figure 6 shows 
outside and room air conditions during plant operation for the investigated period with comfort areas category I and 
II according to DIN EN 15251 (2007). In order to exclude start up effects, the first hour of system operation is not 
considered. Compared with the annual average number of ice days for preceding decades (16.4 ice days for the years 
1981-2010), provided by the German Meteorological Service, the investigated period is classified as moderate winter 
period (5 ice days). The comfort areas are defined to ensure less than 6 % (cat. I) and 10 % (cat. II) of occupants beeing 
dissatisified with indoor air conditions (DIN EN 15251, 2007). In total, 99.7 % of outside air conditions are outside 
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comfort area according to category I and 99.5 % according to category II, respectively. Days within the comfort area 
occur during the period at the end of March. The average outside air temperature in January is 1.67 °C at an average 
water content of 3.3 g୵ kgୟ୧୰⁄ . The other months are characterized by higher temperature and water content of outside air. Without humidification of supply air, over 60 % of room air conditions would be outside of cat. I. Around 67 % 
of room air conditons satify the requirements according to cat. I during system operation and cat. II is maintained for 
75 % of system operation, respectively. These deviations from an ideal indoor air condition are primarily caused by 
indoor air temperatures below 21 °C (cat. I) or 20 °C (cat. II). 85 % of these indoor air conditions occur during the first 
four hours of daily plant operation, caused by lower internal sensible and latent loads and the control strategy of 
underfloor heating. Similar characteristics hold true for water content of indoor air. With respect to comfort 
requirements according to cat. I, 20 % of indoor air conditions are characterized by too low water content, occuring 
for 55 % within the first four hours of daily plant operation. It can be shown that in total 75 % of indoor air conditions 
characterized by low water content occur on days when water content of outside air is below 2.5 g୵ kgୟ୧୰⁄ . Over-humidification of room air does not occur during the whole period.  
 
 
Figure 6: Outside and room air conditions during plant operation for the investigated period  
 
Based on the outside air conditions and the implemented control strategy, the system was operated in EW mode for 
more than 70% of operation time, repectively 30% are operated with sensible heat recovery.  
 
3.2 System Comparison  
To further evaluate the presented system regarding electrical and thermal energy demands, especially in terms of the 
humidification process, it is compared with two reference systems relying on adiabatic or isothermal humidification. 
Figure 4(b) shows the corresponding air handling unit. Characteristics and assumptions of the numerical models are 
described in the following. The first reference system (HP-AH) is relying on adiabatic humidification using an elec-
trical powered impeller humidifier and the second reference system (HP-IH) is equipped with isothermal humidifica-
tion relying on an electrical powered steam humidifier. Both humidifiers are designed to ensure the same increase in 
water content of supply air as the enthalpy wheel of the investigated system (S-GEO); operation time is based on EW 
mode. Both reference systems rely on heat supply as the presented system. Energy in form of heat is primarily supplied 
by a heat pump (HP) accordingly. Heat demands of the reheating coil are adapted to the process specific requirements. 
The lower total pressure loss resulting from not existing enthalpy wheel is taken into account and leads to reduced 
electrical energy demand of the fans. A constant heat recovery efficiency for the HRW of 0.75 is assumed. Further 
process characteristics comply with the investigated system.  
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 Figure 7: Electrical and thermal energy demands of the investigated system (S-GEO) and reference systems (HP- 
    AH, HP-IH) for the entire period under consideration  
 
Figure 7 shows the results of the system comparison for the considered period. The electricity demand for ventilation 
and distribution of the reference system HP-IH is increased by factor 1.8 compared with the investigated system S-
GEO. Nearly 50 % of this energy demand is associated with the electrical steam humidifier, whereas over 90 % of the 
corresponding electricity demand for the system S-GEO is caused by the fans. Regarding the system HP-AH, the 
corresponding electricity demand is reduced by 16 % due to the reduced electricity demand of the fans and low addi-
tional electricity demand for the circulation pump of the adiabatic humidifier. Due to substitution of required thermal 
energy for reheating by isothermal humidification, the resulting electricity demand to operate the GHP is reduced by 
23 % compared with the other systems (S-GEO, HP-AH). In total, the electricity demand of the investigated system 
(S-GEO) is reduced by 18 % compared with the isothermal assisted system (HP-IH); it is increased by 7 % compared 
with the adiabatic assisted system (HP-AH).  
Thermal energy demands to operate underfloor heating are equated for the different systems. As mentioned before, 
thermal energy required for heating of process air to the desired supply air temperature is substituted by the steam 
humidifier (HP-IH). Therefore, the thermal energy demand for reheating within the other systems (S-GEO, HP-AH) 
is about 44 % higher. Regarding this, the electricity demand of the heat pump and the thermal energy demand of the 
system HP-AH is slightly higher compared with the investigated system (S-GEO), caused by slight temperature de-
crease due to injection of cold water.  
 
3.3 Geothermal System  
The soil temperature 15 m below ground surface is found to be independent of seasonal related temperature fluctua-
tions. With regard to Figure 3, Figure 8 shows the temperature profile of the BHE in use (grey line) and the reference 
BHE (black line) for the period of one year including winter and summer mode. The curves result from averaging 
measured temperatures below 15 m for each BHE. Decreasing temperature level until mid of February is caused by 
continuous energy transfer in form of heat when GHP is operated. The lowest temperature is 4.5 °C. Starting from this 
point, the soil temperature increases until the end of the investigated period, reaching the temperature level of the 
reference BHE at the end of March. Balancing winter and summer operation in combination with natural regeneration, 
an equalized energy balance of the soil is achieved. The temperature of the undisturbed soil is 10 °C before winter 
operation of the test facility. A slight influence of using the soil as heat source is visible for the reference BHE. The 
minimum temperature of 9.7 °C is achieved right at the beginning of summer operation. With respect to the measure-
ment devices used, the occurring temperature difference is within the corresponding measurement uncertainty. There-
fore, no influence on the surrounding soil of the BHE in use can be detected.  
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Figure 8: Temperature profile for the BHE and reference BHE  
 
Even though the geothermal system is only utilizable for heat supply in conjunction with a ground coupled heat pump, 
both systems are evaluated separately for the following reasons. First, performance limitations can be assigned to the 
subsystems and second, a direct comparison with summer mode is possible. Figure 9 shows the monthly energy 
transferred from the soil (a) and performance indicators of the BHE (b).  
 
     (a)              (b) 
Figure 9: Energy transferred from the soil (a) and performance of the BHE (b)  
 
The energetic evaluation of the BHE is based on key figures as defined by Speerforck and Schmitz (2016), relating 
transferred thermal energy with the electrical energy demand of the circulation pump.  
 MPF ൌ ׬ 𝑄
ሶ୆ୌ୉ d𝜏୫
׬ 𝑃 ୪ ୫ d𝜏
, SPF ൌ ׬ 𝑄
ሶ୆ୌ୉ d𝜏୮
׬ 𝑃 ୪ ୮ d𝜏
 (2) 
Monthly Performance Factors are in the range of MPF ൌ 124 േ 12 in January to MPF ൌ 89 േ 10 in March. Decreas-
ing performance over the period is caused by decreasing heat flow as a result of decreasing average temperature level 
of the soil around the BHE. The resulting SPF is SPF୵୧ ൌ 110 േ 11, indicating a high efficiency of the geothermal heat source. During summer period, the equivalent SPF is SPFୱ୳ ൌ 162 േ 16. The lower performance during winter mode is caused by higher volume flow of heat transfer medium to supply the evaporator of the heat pump. The elec-




In this study experimental investigations of an air conditioning system during winter mode relying on desiccant as-
sisted humidification and geothermal assisted heat supply is presented. The presented system is able to ensure highly 
comfortable indoor air conditions during 67 % of the investigated period. An average moisture recovery efficiency of 
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0.75 is achieved for the enthalpy wheel based on LiCl with respect to the given boundary conditions. However, other 
desiccant materials have to be taken into account in terms of their performance for enthalpy recovery. In combination 
with a ground coupled heat pump the geothermal system can be operated efficiently; a seasonal performance factor of 
110 is achieved for the corresponding borehole heat exchanger. The thermal energy balance is equalized throughout 
full year operation. The investigated system can be beneficial from an energetic point of view, depending on the 
reference process and boundary conditions. Nevertheless, from a hygienic point, desiccant assisted humidification is 




Symbols         Subscripts and Abbreviations  
𝐴   area     ሺm²ሻ    AH  air heater  
𝑑   diameter    ሺmmሻ    AHU  air handling unit 
ℎ   enthalpy    ሺkJ/kgሻ    BHE  borehole heat exchanger  
MMB   moisture mass balance   ሺെሻ    CHP  combined heat and power 
MPF   monthly performance factor  ሺെሻ     generation  
𝑃   electrical power    ሺWሻ    el  electrical  
𝑄   thermal energy    ሺJሻ   eha  exhaust air  
𝑄ሶ    thermal power    ሺWሻ   eta  extract air  
SPF   seasonal performance factor  ሺെሻ   EW  enthalpy wheel  
𝑡   temperature    ሺ°Cሻ   GHP  ground-coupled heat pump  
TEB   total energy balance   ሺെሻ   HRW  heat recovery wheel  
𝑉ሶ    volume flow    ሺm³ s⁄ ሻ    m  month  
𝑊   electrical energy    ሺJሻ   nom  nominal  
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∆   difference    ሺെሻ   p  period  
𝜆   thermal conductivity   ሺW m K⁄ ሻ   Ref  reference  
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𝜑   relative humidity   ሺ% r. h. ሻ  sup  supply air  
Φ   heat recovery efficiency   ሺെሻ   th  thermal  
Ψ   moisture recovery efficiency  ሺെሻ   w  water  
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